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March 21, 1989
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Ashgrove Cement

3801 East Marginal Way
Seattle, Washington 98134
Attention: Mr. Ken Rone

Subject: Ground Fault Relay Test
ETI Reference No. 306916

Dear Ken:

Attached are two copies of the subject
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Pacific Northwest
AEGIONAL OFFICE

3290 146TH PLACE, S.E.
BELLEVUE, WA 98007
{208) 562-0188

FAX {206) 562-0187

test report. It was our

pleasure working with you on this project. If you have any
questions, or if we can be of further assistance, please feel free

to call me.

Sincerely,
ELECTRO-TEST INC,.
Wayw Q. Wi fys.

Wayne A,.Ulrich
Operations Supervisor
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GRQUND FAULT SYSTEM TEST REPORT
ETI REFERENCE NC. 306916 MARCH 21, 1988

ASHGROVE CEMENT
3801 E.
SEATTLE,

ATTENTION:

1.0

2.0

3.0

LOCATION: ASHGROVE
MARGINAL WAY CEMENT, SEATTLE
WASHINGTON 98134

MR, KEN RONE

PURPOSE

Performance tests of ground fault protective eguipment are
conducted to verify proper installation and operation. The
current National Electrical Code, Section 230-95 (c) reguires
an on site test on new installations of all ground fault
systems upon installation,

SUMMARY
2.1 At the request of Mr. Ken Bone of Ashgrove Cement, ground

fault system testing was performed by Electro-Test
Engineer, Mr. Mark Mader on March 8, 1989.

The ground fault caomponents were tested and found to be
correctly installed and operating properly. The neutral
wiring is not complete at this time. The contractor is
responsible to verify the neutral is not grounded
dewnstream of the neutral disconnect link, once all
neutral wiring is cempleted.

Relay settings were provided by Dave of Midland Electric.
The left settings are 1200 amps, .5 second delay.

Ground Fault System for the Main Circuit Breaker.
Westinghouse type PCCG 2000 Amp with integral ground fault

function.

Setting ranges: pick-up 200-1200; delay 0-.5 seconds

DENVER ® LOS ANGELES ® SAN DIEGO ® SAN FRANCISCO # SEATILE ® PORILAND @ SALTLAKECITY ® PROENIX

AGC2F000675



Visual Inspection

4.1.1 Inspected components for physical damage, and
installation in compliance with manufacturer's
instructions.

4.1.2 Determined ground sensor was located properly around
appropriate conductor(s).

o Zero sequence and residual sensing requires all
phases and the neutral to be encircled by the
sensor{s}.

'4.1.3 Inspected main bonding jumper to assure:

o Proper size.

o Termination on line side of neutral disconnect
link.

0 Termination on line side of sensor on zero
seguence systems.

4.1.4 Inspected grounding electrode conductor to assure:
o) Proper size.

o Correct switchboard termination.

4.1.5 Visually inspected switchboard neutral bus
downstream of neutral disconnect link to verify
absence of ground connections.

Electrical Tests

4.2.1 Ground fault system performance including correct
response of the circuit interrupting device was
confirmed by primary ground sensol current
injection.

o} Relay pickup current was measured.

e} Relay time delay was measured at two values
above pickup.
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4.2.4 Verified proper sensor polarity on phase and neutral

sensors for residual systems.
4,3 Test Results Evaluation

4.3.1 The maximum pickup setting of the ground fault
protection shall be 1200 amperes, and the maximum
time delay shall be one second for ground fault
currents equal to or greater than 3000 amperes (NEC
230-95).

4.3.2 The relay pickup current should be within ten
percent (10%) of the manufacturer's calibration
marks or fixed setting.

4.3.3 Relay timing should be in accordance with the
manufacturer's published time-current characteristic
curves.

5.0 RESULTS
5.1 The ground fault relay and sensor(s) were found correctly
installed and operating properly.
5.2 The system neutral wiring was not complete at the time of

testing. The contractor must verify proper routing of
neutral conductors through the neutral sensor if
applicable. The contractor must verify that the neutral
is not grounded downstream of the neutral disconnect link
once the installation is complete. Improper installation
may desensitize the operation of the ground fault system
or result in nulsance tripping.

Submitted by, -

Yk e

Mark Mader
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